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84A TWIN RIVERS DRIVE

EAST WINDSOR, NJ 08520

1. REFER TO DRAWINGS PID-LA & PID-LB FOR P&ID

LEGEND.

2. REFER TO DRAWING PID-N0 FOR CONTROL

INTERLOCK DESCRIPTIONS.

3. MANUALLY ENTER GRAB SAMPLE VALUES FROM

EACH WELL FOR NITRATE, PERCHLORATE AND

CHLORATE INTO SCADA.

4. ALL IO POINTS ON THIS DRAWING ARE WIRED TO

PLC LS-1.

5. IF THE WETWELL LEVEL RISES TO FLOAT SWITCH

LSL, WHICH IS ABOVE THE NORMAL OPERATING

LEVEL, PUMP 1 IS STARTED. IF THE LEVEL RISES

TO LSH, PUMP 2 IS STARTED. THE PUMP(S) WILL

RUN UNTIL THE LEVEL FALLS BELOW LSLL.  FLOAT

SWITCH CONTROL OF THE PUMPS WILL CONTINUE

UNTIL THE RESET BUTTON IS PUSHED. THESE

CONTROLS ARE HARD WIRED, AND DO NOT

REQUIRE THE PLC OR LEVEL TRANSMITTER TO BE

OPERATING.

GENERAL NOTES:


